Although the U-values of rrany building materials have been determined by laboratory testing, the in-situ thennal performance of walls, under either static or dynamic conditions, is rx:>t so~ll documented.
INTRODUCTION
A wall's thermal resistance (R-value) or its thermal conductance (U-value) are widely accepted parameters for characterizing its steadystate thermal performance.
Techniques for determining the values of these parameters from in-situ measurements of temperatures and fluxes are available in the literature, which also includes numerous reports describing the difficulties involved with making these measurements.
1-3 On the other hand, no widelY accepted technique exists for measuring or interpreting the data necessary to determine the dynamic thermal performance of a building's walls in-situ. Because the parameters conventionally used for characterizing dynamic performance (e.g. response fac-)
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tors , are not easlly extracted from heat flux and temperature measurements, it is difficult to establish criteria for either making or interpreting these measurements.
As a means of extracting information about the dynamic thermal performance of wall, two basic measurement strategies have been discussed in the literature, passi ve and active measurements. 7-10 The major difference between these strategies is that one useS time histories of naturally-occurring heat fluxes and surface temperatures (passive measurement strategy) and the other generates fluxes on a wall surface and measures the resulting temperature response (active measurement strategy) • The advantages of an active measurement strategy are: 1) the measurements are theoretically independent of the weather, not relying on naturally induced fluxes or temperature differences to provide measurable results, and 2) the desired flux/temperature frequencies and amplitudes can be specified directly. The major disadvantage of such a strategy is its complexity; it requires precise control of heat fluxes or temperatures, implying a speciallY designed apparatus for that purpose. Passive measurement strategies are usually much simpler, requiring only two temperature sensors and one or two heat flux meters. The major disadvantage of passive strategies is that they do rely on -1-specific weather conditions to provide measurable temperature differences and fluxes; in other words, measurements can be made only during certain time periods. On the other hand, the dynamic temperatures and
fluxes measured with a passive system are ostensibly the same as those that we expect to find when making wall performance predictions. Thus, the measurement per iod can be chosen based on the presence of dynamic temperature and flux effects characteristic of those expected over the course of the year (Le. the analysis automatically concentrates on naturally occurring dynamics).
The major issue in data interpretation is how to use heat flux and temperature data to generate a set of parameters that characterize the dynamic performance of a wall. Again, there are two basic aspects to this problem. The first is how to characterize the performance of a wall with a limited set of unique parameters. This problem is basically a modeling problem, the goal of which is obtain the minimum number of independent parameters required to characterize the wall. The second aspect of the data interpretation problem is how to generate the parameter values from the measured flux and temperature histories. This part of the problem is mathematical, involving the selection of appropriate algorithms and statistical testing. The link between these two aspects of the problem is that the degree to which the model parameters are independent affects the effort required to separate them mathematically.
The purpose of this report is to explore the issues involved in characterizing the dynamic performance of a wall from in-situ measurements, specificallY: 1) to examine data from passive and active measurement strategies, 2) to demonstrate the application of a particular data interpretation technique based on the Simplified Thermal Parameter
Theory,11 and 3) to make recommendations for future dynamic characterization methodologies. ETTU is a microcomputer-controlled device that measures wall perfor- For the tests described in this report, ETTU was programmed to provide a pink-noise spectrum of heat fluxes on the wall surface. The pink-noise spectrum is similar to the better-known white-noise spectrum, which contains all frequencies at equal amplitudes with random phase relationships. The pink noise spectrum weights the amplitude at each frequency by the inverse of that frequency, thereby weighting lower frequencies more (i.e. the lower frequencies have higher flux amplitudes).
For the tests reported here, the fundamental frequency of the pink-noise spectrum was one cycle every twelve hours, specifically chosen to be a harmonic of the diurnal flux/temperature cycle.
* The primary heater is actually two separatelY controllable heaters, one for the central measurement section, and one for the edge section.
-4- The data include indoor surface temperatures, outdoor surface temperatures, and indoor heat fluxes measured every 7.5 minutes for periods of approximately four days. In both cases, the fluxes were measured on a O.6m (2 ft) square section with sensors mechanically pressed against the interior surfaces (see Figure 2 ).
DATA INTERPRETATION
For both passive and active measurement strategies, the usual goal of data interpretation is to obtain a set of parameters that can be used to either characterize a wall or to make predictions of \oIall perfor- In this case, the deviation of the wall from homogeneity. is represented by a single parameter.
-6-

Active Measurement Analysis
The results of the STP analysis of the ETTU tests are compared with the results of one-dimensional-heat-flow computer simulations of the walls.
The simulations were performed using handbook values for the thermal conducti vities and specific heats of the wall materials. The exact materials in the laboratory specimens were known, whereas the materials in the field test walls were surmised from building plans and from observation. The filter coefficients from the STP analyses, a and b, are also presented in Table 1 . The "a" coefficient refers to drive side of the wall, and the lib" coefficient refers to the receiving side. For the laboratory test, the plywood sheathing was on the drive side, whereas the in-situ stud wall was sYmmetric. The concrete wall was tested with the insulation on the drive side.
As is evident in Table 1 , the results of the STP analysis are conslstent with the computer simulations for the laboratory test, but less so for the in-situ tests •. The results for the in-situ test of the stud * wall are acceptable, but those for the concrete wall show large discrepancies between the simulation and the STP analysis. These discrepancies Clay be explained by an important difference between the laboratory and field tests that is not apparent in Table 1 , namely, that the average flux entering the wall was not equal to the average flux leaving the wall for the field tests. For both field tests, some fraction of the heat entering the wall on the drive side was evidently being removed from the measurement section by lateral conduction. This effect
• Note that the percentage error in the time constant is rather large, but that the absolute error is reasonably small. was especiallY evident for the concrete wall, for which only 50% of the heat entering on the drive side left on the receiving side. Lateral conduction was apparently minimal in the thin, carefully constructed laboratory wall, whereas the thicker less controlled field walls had conductive lateral heat flow paths. The in-situ stud wall may have had internal air gaps that can convect away heat, whereas the concrete wall was four times the thickness of the laboratory wall, and had highly conducti ve steel reinforc ing rods.
Because the STP analysis implicitly assumes that the heat leaving the wall is equal to that entering the wall, the latera~heat losses may well be the cause of the discrepancies between the simulations and the STP analyses for the in-situ tests.
As described above, the filter coefficients (a"'~_,_and· b's) in Table 1 are the parameters in the STP model that account for the non-uniform distribution of mass wi thin most walls. This physical interpretation for the coefficients can be seen in Table 1 . For example, in the laboratory test of the stud wall, a and b are very large, corresponding -8-to the massive layers of plywood and gypsum board on the two surfaces.
For the in-situ test of the stud wall, both a and b are much larger than 1, indicating that the surfaces of the wall are more massive than the center, as is most surely the case for a stud wall with fiberglass insulation and gypsum sheathing. However, we would expect that a and b would be equal for the in-situ stud-wall test, given that the wall was symmetrically constructed (gypsum board on both sides). These asymmetric results could be due to the lateral heat losses within the wall, or due to the difference between the heat flux spectrums on the two wall surfaces.
For the insulated concrete wall, the trends are again correct: the insulated side of the wall had a small (negative) coefficient value, and the concrete side had a large coefficient value.
Modified Active Measurement Analysis
To account for the lateral heat flows induced by ETTU, we added a lateral heat-flow path into the STP analysis. The modification that we chose is an approximation, the correct solution being to rederi ve the Simplified Thermal Parameter functions assuming multidimensional heat flow. Nevertheless, we were able to define physical limits for the new parameter introduced; i.e., the average lateral heat flow is limited to the difference between the heat flows entering and leaving the wall.
This lateral heat flow path adds one additional adjustable parameter into the analysis --the lateral conductance. This lateral conductance is not meant to characterize the wall, but rather to correct for heat flow anomalies created by the measurement apparatus.
Analyzing the field-test data sets using the modified Simplified Thermal Parameter program did not significantly improve our comparisons with the computer simulations. The results of these comparisons, shown in Table 2 , should be compared with the standard STP analysis results in -9- 
Passive Measurement Analysis
The Simplified Thermal Parameter model was also used to analyze passive measurement data from the walls of two houses in the New Zealand studies. One wall was a standard fiberglass-insulated stud wall with a small air gap and brick facing on the exterior, and gypsum sheathing on the interior. The second wall was also an insulated stud wall, only it had weatherboard rather than an air gap and brick on the exterior.
Because the New Zealand data includes only the measured flux on the inside surface of the wall and the two surface temperatures, a one-sided STP analysis had to be performed. In Table 3 , the results of the one- Looking at the U-values in Table 3 , we find that the STP analyses results are similar to those from the New Zealand analyses, but significantly different from the computer simulations. This outcome is not surprising, considering the uncertainty in the material properties used in the simulations. On the other hand, if we examine the STP analysis results for a given wall, we observe very little variation in the Uvalue determined for the three separate time periods --standard deviations of 2S and 7S for the two walls. We can conclude from this consistency that the particular 24-hour time period chosen does not have a strong effect on the U-value determination.
-11- Turning to the time constants and filter coefficients determined by the STP analysis (Table 3) , we observe that these parameters are not as (Figures 3 and 4) , we see that the majority of the dynamic flux is concentrated at approximately 12 rad/hr (or two cycles per hour), and at less than rad/hr (corresponding to frequencies lower than 6 hours per cycle). As described earlier, to make an accurate determination of a wall's dynamic properties, dynamic fluxes at frequencies close to the inverse time constant of the wall are necessary.
Al though these spectrums appear to be well sui ted to measurements of walls with inverse time constants near 12 rad/hr or below 1 rad/hr, they are clearlY not optimal for measuring all walls. For the particular -14-tests that we have analyzed, the concentration of dynamic fluxes near 12
rad/hr corresponds to the cycling of the building's heating system, and the concentration of dynamic fluxes below 1 rad/hr corresponds to the natural weather-induced dynamics. In general, the inside flux amplitudes at low frequencies will depend on the weather conditions, whereas the inside flux amplitudes at the heater cycling frequencies are affected by many different factors, including: 1) the resistance and time constant of the wall, 2) the size of the building's heating system, 3) the dead band of the building's heating system, and 4) the severity of the weather conditions. From these two tests and from our general observations about the driving forces behind the flux spectrums, it appears that the accuracy or suitability of passive measurements is difficult to predict without having prior knowledge about the wall and the test conditions.
To compare naturally induced fluxes and temperatures with those generated by our active measurement system, we performed fast fourier transforms of the pink-noise fluxes for the in-situ test of a stud wall, and plotted the flux amplitudes against frequency (see Figure 7) . Comparing Figures 3, 4 and 7, we see that the frequency spectrum of the naturallY induced fluxes is significantly different from that generated by our active pink-noise system. In general, the flux amplitudes at all frequencies are much higher for the active test (the passive flux amplitudes are higher at around 12 rad/h, which corresponds to the heater cycling frequency). These higher amplitudes for the active test spectrum suggest that the signal-to-noise ratio is higher for the active measurements.
Assuming that the uncertainties of the temperature and flux sensors remain constant, active measurements should thus provide more accurate determinations of dynamic properties.
-15-
The third problem area, the apparent interdependence of the dynamic parameters in the STP model, stems from the parameters chosen to charac- 
CONCLUSIONS AND RECOMMENDATIONS
The most important conclusion to be drawn from the analyses described in this report is that the accuracy of both active and passive measurement strategies depends upon weather conditions. Active measurement strategies depend on the weather to provide DC heat fluxes through the wall large enough that the imposed active fluxes do not cause lateral heat fluxes in the wall. Passive measurement strategies depend on the weather to provide measurable DC heat fluxes, as well as measurable dynamic heat fluxes at frequencies near the inverse time constant of the wall being tested. In addition, both strategies can be affected by low-frequency weather fluctuations.
If active measurement strategies are to be used in the future, it is clear that they must be designed to take weather conditions into account. This could be accomplished by devising a way to set the mean surface flux generated by an active measurement system equal to the mean weather-induced flux to be expected under the prevailing weather condi- Our experiences with passive measurement analysis can also provide some general recommendations for in-situ dynamic performance determination. We saw that the inside surface flux spectrum was dominated by the cycling of the building's heating system at high frequencies, and by weather fluctuations at low frequencies. Realizing that in general the cycling of a building's heating system depends on building character istics as well as the severity of the weather, we can conclude that passive heat flux measurements on the inside wall surface will often not provide the heat flux spectrum necessary to determine the dynamic performance of a wall. To expand our conclusions to outside surface flux measurements we can once again use fourier transforms of weather data to -18-predict the flux spectrum to be expected during a passive test. The sol-air-temperature frequency spectrum for March in Madison, Wisconsin shown in Figure 8 shows the low-frequency amplitudes to be expected on the north wall of a building. However, the data sampling rate was only one point per hour. To perform this test for walls with short time constants, data at higher sampling frequencies would have to be used.
As we have alreadY noted that passive measurements do not generally provide the information necessary for determining the dynamic thermal performance of a wall, and that active measurement strategies must be modified to take into account the effects of weather, one final recommendation remains. This recommendation, based on the experiences behind this report, is that the modelling research required to improve or replace our present data interpretation strategy should proceed in parallel with any future measurement efforts. Based on the knowledge gained in the efforts above, such research should be able to provide a model with independent parameters and a simpler data analysis technique, which could then be used to better evaluate both active and passive measurement strategies, as well as to analyze laboratory hot box data. 
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Cross-sectional view of Envelope Thermal Test Unit blanket within its support structure.
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